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TANG CUC TIEU CHUAN DO LUSNG CHAT LUGNG /7\\

: TRUNG TAM KY THUAT TIEU CHUAN DO LUONG CHAT LUGNG 3 Y
QUATEST3® QUALITY ASSURANCE & TESTING CENTER 3 s )

Head Office: 49 Pasteur, Dist. 1, HOMC, Vietnam  Tel: (84-28) 38294274 Fax: (84-28) 3829 3012 E-mail: info@quatest3.comvn  Website: www.qualest3.com.vn
Testing Complex:@ No.7, road No.1, Bien Hoa 1 1Z, Dong Nai, Vietam @ C5 lot, K1 road, Cat Lai 1Z, Dist.2, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

PHIEU KET QUA THU NGHIEM 17/10/2023

R E P ( Trang/ Page 01/ 02
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1. Ténmiu . MAUNUGC SACH PAU NGUON NHA MAY NUGC HOA

Name of sample KHANH TAY
Théi gian 14y maiu/ Sampling date: 08:00 - 09/10/2023

2. MS ta miu . Miu thir nghiém do khdch hang Idy miu, tén mau va thong tin vé mau
Description do khéch hang cung cép.
Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mdu: long;
Form: the liquid;
- S6 don vi/miu: 5 L;
Unit/sample: 5 L;
- Dung cu chtra: binh nhua;
Container: plastic bottle;
S6 lugng mau .0l
Quantity

(O8]

4. Ngay nhan miu . 10/10/2023
Date of receiving

5. Thoi gian thi nghiém :  10/10/2023 - 17/10/2023
Testing duration

6. Noigui mdu . CONG TY CO PHAN PAU TU VA XAY DUNG PHU MY VINH
Customer Ap Binh Hiru 2, Xa Diic Hoa Thwgng, Huyén Dirc Hoa, Tinh Long
An, Viét Nam
7. Kétqua thir nghiém : Xem trang tiép theo / See next page
Testing results
TL. GIAM POC/ PP.DIRECTOR
PHU TRACH PTN MOI TRUONG TRUON H(‘)NG THU NGHIEM
HEAD OF ENVIRONMENTAL TESTING LAB F TESTING LAB

O

Nguyén Hoang Linh in Thanh Trung

Céc két qud thir nghi¢m ghi trong phiéu ndy chi c6 gid trj d6i v6i miu do khich hing giri dén va khong phai 1a gidy chimg nhin sin phim.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product.
Tén mau, tén khich hing duge ghi theo yéu ciu cia noi giri miu. / Name of sample(s) and customer are wrilten as customer ¥ reques.
D§ khong dim bao do mo réng duge tinh tir do khong dam bio do chudn nhan vai hé sé phit k = 2, phin b6 chudn tuong (g véi 95 % do tin cdy.
The reported expanded uncertainty of measurement is stated as the standard uncertainty of measurement multiplied by the coverage factor k = 2, at 95 % confidence level.
Khéng duge trich sao mét phin phiéu két qua thir nghigm ndy néu khéng ¢6 sy dong y bing vin ban ciia Trung tim Ky thuit 3.
This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3. s
. Moi thic mic vé két qua, khach hang lién hé theo dja chi dh.es@quatest3.com.vn vi rq.In@qu com.vn dé bict thém théng tin.
Please contact QUATEST 3 at the email addresses dh.cs@quatest3.com.vn and rg.in@quat . for further information about test report. ot B iz
5. Phong Thir nghi¢m da duge Van phong Cong nhin Chit lugng (BoA)-Viét Nam cong nhin phi hgp theo ISO/IEC 17025:2017 (Vilas 004).Céc chi tiéu ¢ déu (*) 12 chua duge cong nhin.
The Testing Lab is accredited as conforming to ISOAEC 17025:2017 by Bureau of Accreditation - Viet Nam (Vilas 004). The characteristics marked with (*) are not accredited yet
BH 15 (04/2020) MO3VL —TTTNO09
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O TONG CUC TIEU CHUAN DO LUONG CHAT LUGNG 5
o TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG GHATOLUG)
QUATEST3® QUALITY ASSURANCE & TESTING CENTEF s §

bsite: www.quatestd.com.vn

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 38294274 Fax: (84-28) 3829 3012
ng, Dist.5, HCMC, Vietnam

Testing Complex:@ No.7, road No. 1, Bien Hoa | 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai 1Z, Dist.2,

PHIEU KET QUA THU NGH ‘
TEST REPORT Y Trang/ Hoga 02/ 02

KT3-05806AMT3/1

Mikc chat

Két qua e
Pon vi | s thg | Cifihan
STT Tén chi tiéu b Phwong phap thi Specified nghiém phit hién
No. Characteristic Unit Test method level Test Limit of
QCVN 01- sl detection

1:2018/BYT

gy |20 maa PtCo | TCVN 6185:2015 15 KPH 50
Color

Do duc SMEWW
Turbidity Sl 2130B:2017 2 e 0.3
Do pH (tai 25 °C) : Q5 n
7.3 pH value (at 25 °C) - TCVN 6492:2011 6,0-8,5 7.8

Ham luong asen (As) . US EPA Method

Arsenic content mg/L 200.8 0.0l KPH 2,001
Ham luogng clo du tur -
7.5 | do (Ch) mg/L R 02- 1,0 0,5 2

; 2:2021
Free chlorine content

72

7.4

Khong cé
SMEWW mui, vi la/
Mui, vi 2150C:2017, Khoéng co No
Odor & taste SMEWW mui, vi la strange
2160B:2017¢%% odor &
taste
Téng s6 coliform CFU/100 | ISO 9308-1:2014 / &3 < [oexm)
Total coliform mL Amd.1:2016

5 o0 ; CFU/100 | SO 9308-1:2014/
7.8 | Escherichia coli - Amd.1:2016

Tl

<1 PR EED) "

Ghi chi/ Notice: :
(***): Két qua dugc bidu thi “< 1 CFU” dugc xem la “khong phét hi¢n vi sinh vit muyc tiéu” trén the tich
mau kiém tra/ The result “<1 CFU” is considered * target organism not-detectable” in the volume of
sample analysed

SMEWW: Standard Methods for the Examination of Water and Waste water

TCVN: Tiéu Chuén Quéc Gia/ National standards

US EPA: United States Environmental Protection Agency

QCVN 01-1:2018/BYT : Quy chudn ky thuat qude gia vé chét lugng nude sach sit dung cho muye dich
sinh hoat/ National technical regulation on Domestic Water Quality

KPH: Khéng phét hién/ Not detected 3/

1. Cée két qua thir nghi¢m ghi trong phiéu ndy chi ¢6 gid tri d6i véi miu do khich hang giri dén va khong phai I3 gidy chimg nhin sin phim.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product.
2. Tén miu, tén khach hing duge ghi theo yéu ciu cia noi giri miu. / Name of sample(s) and customer are written as customer s request.
3. B khong dam bio do mé rgng duge tinh tir d§ khong dam bio do chudn nhan véi hé s6 phi k = 2, phin bd chuin tuong img véi 95 % d3 tin cdy.
The reported expanded uncertainty of measurement is stated as the standard uncertainty of measurement multiplied by the coverage factor k = 2, at 95 % confidence level.
4. Khéng duge trich sao mjt phan phiéu két qua thir nghi¢m ndy néu khdng c6 sy dong y bing vin bin cia Trung tm Ky thuit 3.
This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3.
5. Moi thic mic vé két qud, khich hang lién h¢ theo dja chi dh.cs@qu .com.vn vi rq.in‘@quatest3.com.vn dé biét thém thong tin.
Please contact QUATEST 3 at the email addresses dh.cs(@quatest va and rg.inf@quatest3.com.yn for further information abowt test report.

6. Phong Thir nghi¢m da duge Van phong Cong nhin Chit lugng (lio/\)-\’lgliNmn cong nhin phit hgp theo ISO/IEC 17025:2017 (Vilas 004).Céc chi tiéu ¢6 ddu (*) 13 chua duge cong nhin,
The Testing Lab is accredited as conforming to ISO/EC 17025:2017 by Bureau of Accreditation - Viet Nam (Vilas 004). The characteristics marked with (*) are not accredited yet
Lan stra doi: | BHIS (04/2020) MO3VL — TTTN09




O TéNG CUC TIEU CHUAN bo LUGNG CHAT LUONG

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUGNG 3
QUATEST3® QUALITY ASSURANCE & TESTING CENTER 3

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 3829 4274  Fax: (84-28) 3829 3012 E-mail: info@quatest3.com.vn  Website: www.quatest3.com.vn
Testing Complex: @ No.7, road No.1, Bien Hoa 1 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai 1Z, Dist.2, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

ISOMTEC 17025:2017

17/10/2023

KT3-05806AMT3/2 Trang/ Page 01 /02

1. Ténmiu : MAUNUGC SACH GIUA NGUON NHA MAY NUGC HOA

Name of sample KHANH T;j&Y )
Thoi gian lay mau/ Sampling date: 10:00 - 09/10/2023

2. MO td mau : Mau tht nghi¢m do khich hang ldy miu, tén miu va thong tin vé mau
Description do khach hang cung cap.

Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: long;
Form: the liquid;
- S don vi/mau: 5 L;
Unit/sample: 5 L;
- Dung cu chira: binh nhya;
Container: plastic bottle;
S8 lugng mau .01
Quantity

(%)

4. Ngay nhan miu : 10/10/2023
Date of receiving

5. Thoi gian tha nghiém @ 10/10/2023 — 17/10/2023
Testing duration

6. Noi gui mdu : CONG TY CO PHAN PAU TU VA XAY DUNG PHU MY VINH
Customer Ap Binh Hivu 2, Xi Ditc Hoa Thwong, Huyén Dire Hoa, Tinh Long
An, Viét Nam
7. Két qua thir nghiém . Xem trang tiép theo / See next page
Testing results

TL. GIAM BOC/ PP.DIREC TOR

PHU TRACH PTN MOI TRUONG
HEAD OF ENVIRONMENTAL TESTING LAB

Nguyén Hoang Linh

. Chic két qua thir nghiém ghi trong phiéu ndy chi ¢6 gid trj déi vai miu do khich hing giri dén va khong phdi 13 gidy chimg nhin sin phim.
Test re: \ullv are valid for the namely submitte xl.mmph (s) only, uml this is not a certificate of product.
Tén miu, tén khich hing duge ghi theo yéu ciu ctia noi giri mau. / Name of. \umph (s) and customer are written as customer s request.
. B khong dam bio do md réng duge tinh tir d§ khong dam bio do chua in nhin véi h¢ s6 phi k =2, phén bo an twong tmg vai 95 % do tin cdy.
The reported expanded uncertainty of measurement is stated as the standard uncertainty n[ measurement multiplied by the coverage factor k = 2, at 95 % confidence level.
. Khong duge trich sao mjt phan plueu két qua thir nghi¢gm nay néu khong cé sy dong) bing viin ban ciia Trung tim Ky thuit 3.
This Test RL/IUI/S’I(I” not be reproduced, except in full, without the written permission by Quatest 3.
. Moi thic mic vé két qua, khach hing lién hé theo dja chi dh.cs@quatest3.com.vn va rq.tn@quatest 0m,\n dé bidt thém théng tin.
Please contact QUATEST 3 at the email addresses dh.cs@quatest3.com.yn and rg.m@quatest3.com.vn for further information about test report. \
. Phong Thir nghiém da duge Van phong Cong nhin Cht lugng (BoA)-Viét Nam cong nhin phi hgp theo ISO/IEC 17025:2017 (Vilas 004).Céc chi tiéu ¢6 diu (*) 14 chua dum cong llhdll
The Testing Lab is accredited as conforming to ISO/EC 17025:2017 by Burean of Accreditation - Viet Nam (Vilas 004). The characteristics marked with (*) are not accredited yet
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O TGNG CUC TIEU CHUAN DO LUGNG CHAT LUONG
» TRUNG TAM KY THUAT TIEU CHUAN DO LUONG CHATLUG
[llIAIESI:]® QUALITY ASSURANCE & TESTING CEN

Head ( 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 38294274 Fax: (84-28) 3829 3012
T;’xl»n;(_omg ex:@ No.7, road No.1, Bien Hoa 1 1Z, Dong Nai, Vietnam @ C5 lot, K| road, Cat Lai 1Z, Dist.2

(%}
a
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[=}
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g

inl fu'KQ’u

R

bsite: www.quatestd.com.vn
ong, Dist.5, HCMC, Vietnam

o ~” " 2 2
c.0ss06amtsnl  PHIEU KET QUA THU NG 17/10/2023
TEST REPORT Trang/ Page 02 /02
Mikc chit g
— lwgng K‘;L‘l!r“a Gi6i han
STT Tén chi tiéu "MV Phwong phip thiv | Specified " | phit hién
= tinh nghiém e
No. Characteristic Unit Test method level Test Limit of
. QCYNOL- | & | detection
1:2018/BYT
71 | B¢ PtCo | TCVN 6185:2015 15 KPH 5,0
Color
bo duc SMEWW
Y2 | Dby NTU 2130B:2017 2 BEH 0,3
B¢ pH (tai 25 °C) i : g8 i
7:3 oH valite (at 25 °C) TCVN 6492:2011 6,0 -8,5 6,9
Ham lugng asen (As) US EPA Method
i Arsenic content mgd 200.8 ol e 0.001
Ham lugng clo du ty -
7.5 | do(Ch) mglL, TC})/.;I022123 0.2-1,0 0,4 :
Free chlorine content »
Khong ¢6
SMEWW mui, vi la/
76 Mui, vi ) 2150C:2017, Khong co No i
' Odor & taste SMEWW mui, vi la strange
2160B:2017¢% odor &
i taste
77 Tong so c?c?liform CFU/100 | ISO 9308-1:2014/ <3 < (0kx%) i
Total coliform mL Amd.1:2016
" ; CFU/100 | ISO 9308-1:2014/ o
7.8 | Escherichia coli al Amd.1:2016 =1 < JOkEE) -
Ghi chii/ Notice:

(***): Két qua dugc bidu thi “< | CFU” dwoc xem la “khong phat hién vi sinh vat muyc tiéu” trén thé tich
mau kiém tra/ The result “<1 CFU” is considered * target organism not-detectable” in the volume of
sample analysed

SMEWW: Standard Methods for the Examination of Water and Waste water

TCVN: Tiéu Chuén Quéc Gia/ National standards

US EPA: United States Environmental Protection Aoency

QCVN 01-1:2018/BYT : Quy chuan ky thudt qudc gia vé chét lwong nuée sach sir dung cho muc dich
sinh hoat/ National technical regulation on Domestic Water Quality

KPH: Khong phat hién/ Not detected -(/

két qua thit nghi¢m ghi trong phiéu nay chi ¢6 gid trj ddi véi miu do khich hing giri dén va khong phii 14 gidy chimg nhin sin phim.
sults are valid for the namely submitte zl sampley (\) only, uml this is not a certificate of product.
2. Tén mau, tén khéch hang du\u ghi theo yéu ciu ctia noi giri mau. / Ne ane U[\mll/lh (s) and customer are wrillen as customer 5 request.
3. D) khong dam bio do mé réng duge tinh tir 49 khéng dam bio do chudn nhin voi h sé phu k = 2, phin bo chuin twong (mg voi 95 % d tin cdy.
The reported e: l[mm/uluuurluum of mcasurement is stated as the \Imnlunlumulnml\ ujmul\mumnl mudtiplied by the coverage factor k = 2, at 95 % confidence level.
4. Khéng duge trich sao mot phin phiéu két qua thir nghi¢m ndy néu khong ¢6 sy dong ¥ bing vin ban cuia Trung tim Ky thujt 3.
This Test ununlmll not be reproduced, except in full, without the written permission by Quatest 3.
5. Moi thie mac vé két qud, khéch hing lién h¢ theo dja chi dh.cs@quatest3.com.vn v 1q.nf@quatest3.com.vn dé biét thém thong tin.
Please contact QUATEST 3 at the email addresses :Ilu s@quatest3.com.vn and rg.m@quatest3.com.vn for further information about test report.
6. Phong Thir nghi¢m da duge Van phong Cong nhin Chit lugng (BoA)-Viét Nam cong nhin phit hgp theo ISO/IEC 17025:2017 (Vilas 004).Céc chi tiéu ¢6 diu (*) 1 chua dum cong nhan.|
The Testing Lab is accredited as conforming to ISOAEC 17025:2017 by Bureau of Accreditation - Viet Nam (Vilas 004). The characteristics marked with (*) are not accredited yet

Lén sira doi: 1 BHIS (04/2020) MO3VL - TTTNO9




TGNG CUC TIEU CHUAN PO LUSNG CHAT LUONG

TRUNG TAM KY THUAT TIEU CHUAN DO LUONG CHAT LUQNG 3
QUATEST3® QUALITY ASSURANCE & TESTING CENTER 3

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 3829 4274 Fax: (84-28) 3829 3012 E-mail: info@quatest3.com.vyn  Website: www.quatest3.com.vn
Testing Complex: @ No.7, road No. 1, Bien Hoa 1 1Z, Dong Nai, Vietam @ CS5 lot, K1 road, Cat Lai 1Z, Dist.2, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

KT3-05806AMT3/3

PHIEU KET QUA THU NGHIEM

17/10/2023

TEST REPORT

Tén mdu
Name of sample

MAU NUGC SACH CUOI NGUON NHA MAY NUGC HOA
KHANH TAY

Trang/ Page 01 /02

Théi gian 14y mAw/ Sampling date: 11:00 - 09/10/2023

Mo ta mdu
Description

Mau thir nghiém do khach hang ldy miu, tén miu va thong tin vé& mdu
do khach hang cung cép.
Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: léng;

Form: the liquid;
- 86 don vi/mau: 5 L;

Unit/sample. 5 L;
- Dung cu chita: binh nhya;

Container: plastic bottle;
S6 lugng miu 01
Quantity

Ngay nhan méu 10/10/2023

Date of receiving
Thoi gian thir nghiém 10/10/2023 — 17/10/2023
Testing duration

CONG TY CO PHAN PAU TU VA XAY DUNG PHU MY VINH
Ap Binh Hiru 2, Xi Dirc Hoa Thugng, Huyén Pirc Hoa, Tinh Long
An, Viét Nam

Xem trang tiép theo / See next page

6. Noi giri mdu

Customer

Két qua thtr nghiém
Testing results

TL. GIAM POC/ PP.DIRECTOR

PHU TRACH PTN MOI TRUONG TRUON PHOVG THU NGHIEM

HEAD OF ENVIRONMENTAL TESTING LAB

Nguyén Hoang Linh

wr

=

3

=

. Cie két qua thir nghigm ghi trong phiéu ndy chi ¢6 gid tri di v6i miu do khich hing g dén va khong phii 14 gidy ehimg nhin sin phim.

. Tén miu, tén khich hing dqu ghi theo yéu cau ctia noi giri mu. / Name of \umph
. Bg khong dam bio do md rgng duge tinh tir d§ khéng dam bio do chudn nhin vai h¢ s& phi k =2, pt

. Khéng duge trich sao mot phin phiéu két qua thir nghi¢m niy néu khdng ¢6 su dong y bing van bin cia Trung tim Ky thujt 3.
. Moi thie mic vé két qud, khich hang lién h¢ theo dja chi dh.cs@quatest3.com.vn va rq.in@quatest3.com.vn dé biét thém thong tin.

. Phong Thir nghi¢m da duge Van phong Cong nhin Cha it lugng (BoA)-Viét Nam eong nhan phit hgp theo ISO/IEC 17025:2017 (Vilas 004).Cic chi tiéu ¢6 ddu (*) 13 chua duun. cong nhin,

Test re: mll: are valid for the namely submitte z/mm/rh (s) only, mul this is not a certificate of product.

and customer are written as customer s request.

b6 chudn twong (mg vai 95 % do tin cdy.

The reported expanded uncertainty of mieasurement is stated as the standard uncertainty n/ measurement multiplied by the coverage factor k = 2, at 95 % confidence level.

This Test R«.pull:hull not be reproduced, except in full, without the written permission by Quatest 3.

(@quatest3.com.vn for further information about test report.

Please contact QUATEST 3 at the email addyesses dh.cs@quatest3.com.vn and rq.1

The Testing Lab is accredited as conforming to ISO/IEC 17025:2017 by Bureau of Accreditation - Viet Nam (Vilas 004). The characteristics marked with (*) are not accredited yet

Lan stra déi: 1

BHIS5 (04/2020) MO3VL - TTTN09



i TONG CUC TIEU CHUAN PO LUSNG //am

W TRUNG TAM KY THUAT TIEU CHUAN DO LUGNES
IlllMESHi® QUALITY ASSURANCE & TESTING CEfTF

l;ad (Jﬂm -0‘) P.\\hur Dist. 1, H(‘\l(’ Vietnam  Tel: (XH 2‘2) ¥82‘)427~l Fax: (84 28] WZ‘) lﬂIZ

S [Website: www.quatest3.com.vn
gPhong, Dist.5, HCMC, Vietnam

17/10/2023

KT3-05806AMT3/3
TEST REPORT Trang/ Page 02/ 02
Miic chit B
s o lwgng Kiilcl]}ua Gidi han
STT Tén chi tiéu ol ' | Phwong phép thiv | Specified nohism | PhAE hién
No. Characteristic Unit Test method level gTesgt Limit of
. QCVN 01- asult detection
1:2018BYT | "
7 |D0mau PtCo | TCVN 6185:2015 15 KPH 5,0
Color
D¢ duc SMEWW :
12 | Turbidiiy g 2130B:2017 . ks 03
b§ pH (tai 25 °C) i 0 i )
7.3 P veslue (at 25 °C) TCVN 6492:2011 6,0 - 8,5 6,9
Ham lugng asen (As) US EPA Method
it Arsenic content gl 200.8 il i Dol
Ham lugng clo du ty >
75 | do(Ch) wmgll, el e 0.2-1,0 0.2 i
y 2:2021
Free chlorine content
Khoéng co
SMEWW mui, vi la/
76 Mui, vi i 2150C:2017, Khoéng co No )
' Odor & taste SMEWW mui, vi la strange
2160B:2017%*) odor &
. taste
77 Tong so cqliform CFU/100 | ISO 9308-1:2014 / 24 < [oexmy )
Total coliform mL Amd.1:2016
o . CFU/100 | ISO 9308-1:2014 / i i
7.8 | Escherichia coli il Amd.1:2016 <l | GHEE) ‘

Ghi chi/ Notice:

(***) Két qua dugc biéu thi “< | CFU” duoc xem la “khong phat hién vi sinh vt muc tidu” trén thé tich
mau kiém tra/ The result “<1 CFU" is considered * tar 'get organism not-detectable” in the volume of
sample analysed

SMEWW: Standard Methods for the Examination of Water and Waste water

TCVN: Tiéu Chudn Quéc Gia/ National standards

US EPA: United States Environmental Protection Aoency

QCVN 01-1:2018/BYT : Quy chudn ky thudt qudc gia vé chdt luong nude sach st dung cho muc dich
sinh hoat/ National technical regulation on Domestic Water Quality

KPH: Khong phét hién/ Not detected g/

. Cle két qua thir i¢m ghi trong plmu ndy chi ¢6 gid trj d6i véi mau do khach hang giri dén va khong phai la gidy chimg nhin sin phim.
Test lun/h are y lor the namely submitte zl sample (s) only, nml this is not a certificate of product.
. Tén miu, tén khich hang duge ghi theo yéu ciu cia noi giri mau, / Name of \um/lh (s) muluutumu are unlu " as custonier K request,
D§ khong dam bio do m& rgng duge tinh tir d§ khdng dam bio do chuin nhin véi hé s6 phi k=2, pl tuomg img voi ‘)1 % d9 tin cdy.
The reported expanded uncertainty of me asurement is stated as the standard uncertainty of measurenent multiplied by the coverage factor k = 2, at 95 % confidence level.
. Khéng duge trich sao mgt phin phiéu két qui thir nghi¢m nay néu khong c6 sy dong y bing van ban cia Trung tam Ky thuit 3.
This Test R«/mll all not be reproduced, except in full, without the written permission by Quatest 3.
. Moi thic mic vé két qua, khach hang lién h¢ theo dja chi dh.cs@quatestd.com.vn vi rq.in@quatest3.com.vn dé biét thém thong tin.
Please contact QUATEST 3 at the email addresses dh.cs@quatest3.com.vn and rg.tn@quatest3.comn for further information about test report. 3
6. Phong Thir nghi¢m da duge Vin phong Cong nhin Chat lugng (BoA)-Viét Nam cong nhin phit hgp theo ISO/IEC 17025:2017 (Vilas 004).Céic chi tidu ¢6 ddu (*) 1a chua duqu cong nhin.,
The Testing Lab is accredited as conforming to ISO/EC 17025:2017 by Bureau of Accreditation - Viet Nam (Vilas 004). The characteristics marked with (*) are not aceredite d yet

Lén sira déi: | BH15 (04/2020) MO3VL NO09
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